PART 1 - GENERAL

1.1 SUMMARY

A. Includes But Not Limited To:
   1. Furnish and install filters used in mechanical equipment.

B. Related Sections:
   1. Section 23 3001: Common Duct Requirements.

PART 2 - PRODUCTS

2.1 MANUFACTURED UNITS

A. Furnace Filters: One inch 25 mm thick throw-away type as recommended by Furnace Manufacturer.

B. Fan Coil Unit Filters: One inch 25 mm thick throw-away type as recommended by Fan Coil Unit Manufacturer.

PART 3 - EXECUTION

3.1 INSTALLATION

A. Provide ample access for filter removal.

3.2 FIELD QUALITY CONTROL

A. Inspection: At date of Substantial Completion, air filters shall be new, clean, and approved by Owner's representative.

END OF SECTION