PART 1 - GENERAL

1.1 SUMMARY

A. Includes But Not Limited To:
   1. Replace existing bell as described in Contract Documents.
   2. Furnish and install bell system as described in Contract Documents.

B. Related Sections:
   1. Section 26 0501: Common Electrical Requirements.

PART 2 - PRODUCTS

2.1 COMPONENTS

A. Bell:
   1. 4 inch 100 mm, 120 V, vibrating type.
   2. Type Two Acceptable Products:
      c. Equal as approved by Architect before installation. See Section 01 6000.

B. Exterior Push Button:
   1. 120 V, complete with plate.
   2. Type Two Acceptable Products:
      a. Edwards 852.
      b. Equal as approved by Architect before installation. See Section 01 6000.

2.2 MANUFACTURERS

A. Contact Information:
   1. Edwards Signaling Products, Cheshire, CT www.edwards-signals.com or Edwards, a Unit of General Signaling, Owen Sound, ON (519) 376-2430.

PART 3 - EXECUTION: Not Used.

END OF SECTION